
2015 BLACK BROOK WATERSHED VRAP DATA

Measurements not meeting New Hampshire surface water quality standards

Measurements not meeting NHDES quality assurance/quality control standards

A
 Specific conductance > 835 µS/cm indicate exceedance of chronic chloride standard of 230 mg/L

B
 Chronic water quality standard

01-BKB, Former Maxwell Pond Inlet, Manchester

Date
Time of 

Sample
DO (mg/L) DO (% sat.) pH

Turbidity 

(NTUs)

Specific 

Conductance 

(uS/cm)

Water Temp. 

(°C)

Standard NA >5.0
>75% Daily 

Average
6.5-8.0

<10 NTU 

above 

background

835µS/cm
A NA

06/14/2015 08:17 8.09 91.2 6.82 1.3 146.3 20.6

07/05/2015 08:06 8.41 89.4 6.42 1.1 95.9 18.3

08/09/2015 08:12 8.47 94.0 6.77 0.8 146.9 20.4

01A-BKB, Former Maxwell Pond Impoundment, Manchester

Date
Time of 

Sample
DO (mg/L) DO (% sat.) pH

Turbidity 

(NTUs)

Specific 

Conductance 

(uS/cm)

Water Temp. 

(°C)

Standard NA >5.0
>75% Daily 

Average
6.5-8.0

<10 NTU 

above 

background

835µS/cm
A NA

06/14/2015 08:42 7.83 88.4 6.76 0.9 144.1 21.2

07/05/2015 08:13 8.68 93.0 6.20 1.0 95.6 18.6

08/09/2015 08:19 7.70 85.8 6.67 0.7 144.2 20.6

01B-BKB, Former Maxwell Pond Outlet Downstream of Front Street, Manchester

Date
Time of 

Sample
DO (mg/L) DO (% sat.) pH

Turbidity 

(NTUs)

Specific 

Conductance 

(uS/cm)

Water Temp. 

(°C)

Standard NA >5.0
>75% Daily 

Average
6.5-8.0

<10 NTU 

above 

background

835µS/cm
A NA

06/14/2015 08:58 7.24 81.5 6.51 0.7 142.0 21.2

07/05/2015 08:26 8.04 85.2 6.20 1.7 95.4 18.4

08/09/2015 08:31 7.97 89.9 6.50 1.5 143.4 21.1


